CPRI

TEST REPORT

|
|

Central Power Research Institute

(A Govt. of India Society)
P.B.No. 8066, Sadashivanagar Post Office,
Sir C.V. Raman Road,
Bangalore - 560 080 (INDIA)



SHORT CIRCUIT LABORATORY

CENTRAL POWER RESEARCH INSTITUTE
(Member of STL)
P.B.NO.8066, SADASHIVANAGAR POST OFFICE
SIR C.V.RAMAN ROAD, BANGALORE - 560 080 (INDIA)
Phone : +91 (0) 80 - 23602662 Fax : +91 (0) 80 - 23601213

Test Report Number

Name & Address of the Customer

Name & Address of the Manufacturer

Particulars of sample tested
Condition of the sample on Receipt

Type
Designation

Serial Number

Number of samples tested
Dazte (s) of test (s)

CPRI sample code no(s).

Particulars of tests conducted
Test in accordance with
Standard / specification

Sampling plan
Customer's requirement

Deviations if any
Name of the witnessing persons

Customer's representative
Other than customer’s representatives

Test subcontracted with
address of the laboratory

Sheet 1 of 4
TEST REPORT

SC08217A Dated: 26" June, 2008
M/s. Venus Engineering Corporation,

No: 4, MIC Hael Terrace, 94-B, Deshpande Marg,

Vile Parle, West Mumbai - 400 056

M/s. Venus Engineering Corporation,
No: 4, MIC Hael Terrace, 94-B, Deshpande Marg,
Vile Parle, West Mumbai - 400 056

Low-voltage switchgear and controlgear assemblies-
LT Panel

New

Indoor, cubicle

One
24" April, 2008
SC08S0615

Verification of the short-circuit withstand strength

Sub-clause 8.2.3 of IS 8623 ( Part 1) : 1993 /

IEC Pub 439-1 (1985) (Reaffirmed 2004)

Not applicable

50 kA rms for 1.0 second & 105 kA peak on phase bus- bars

30 kA rms for 1.0 second & 63 kA peak on neutral bus-bar
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Report Number: SC08217A '

Description of sample tested (rating as assigned by the manufacturer) |

Test sample Low-voltage switchgear and controlgear assemblies- LT Panel .
Type Indoor, cubicle i
Designation -e-

Serial number - !
Rated voltage 418V |
Rated insulation voltage 660 V

Rated current 5000 A

Rated frequency 50 Hz

Number of phases Three & neutral 1

Rated short-time withstand current
& peak withstand current 50 kA rms for 1.0 second & 105 kA peak on phase bus-bars
30 kA rms for 1.0 second & 63 kA peak on neutral bus-bar
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Oscillogram number (s) SC08217A.S01 & SC08217A.S02

"
Phofo number (s) SC08217A.PB1 & SC08217A.PA1
Test circuit diagram number (s) CRTL/SC/STC-04 & CRTL/SC/STC-02

Drawing number (s) 33/08-09/VEC/CPRI/MN




